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ABSTRACT

A general theory of optical transport systerns has been developed that can be used to determine preliminary design
specifications for light guide systems. Several generic light guide types are analyzed, including hollow reflective light
guides, prism light guides, solid dielectric and fluid-filled light guides, lens guides, and open light wells. Minimum
theoretical aperture requirements are determined for each type as a function of the specified optical transport efficiency and
design parameters (light guide length, transmitted luminous flux, etc.). Generally, a system's aperture requirement would
be inversely related to its cost. Solid dielectric (e.g., optical fiber) light guides would be very compact and practical for
retrofit applications, but their high cost would preclude their use for long-distance optical transport. Open light wells
would be the simplest and least costly option, but would require the greatest aperture area. Hollow reflective light guides,
prism light guides, or lens guides may offer the best compromise between cost and space requirements. But in order to
achieve optical concentrations and efficiencies near the theoretical limit, the collector system would need to maintain
optical and tracking tolerances exceeding the capabilities of existing systems, so further advances in core daylighting will
require improvements in collector technology

INTRODUCTION

The amount of sunlight available under typical clear sky conditions would be more than sufficient to supply a building's
entire lighting needs, provided that the light can be conducted efficiently from the collector to the building's core zones.
Several types of optical transport mechanisms have been proposed for core daylighting systems, including hollow
reflective light guides (LBL 1985; Spear 1986); prism light guides (Whitehead et al. 1982, 1984); dielectric light guides,
i.e., solid or fluid-filled lightguides (Cariou et al. 1982; Fraas et al. 1983); and lens guides (Duguay and Edgar 1977;
Duguay and Aumiller 1979). Recent advances in light guide materials have greatly enhanced the technical and economic
feasibility of a couple of these systems. LBL is currently conducting experimental model studies of light guide systems
using a new high-reflectance, silver-backed film, which exhibits 95 % reflectance and has good environmental
chardcteristics (Spear 1986). Prism light guides do not currently exhibit this level of efficiency (Whitehead et al. 1982);
but it is likely that refinements of the production processes could improve their optical performance very si gnificantly. A
solid light guide composed of a recently Jeveloped experimental plastic material (Kaino et al. 1983); could transport
highly concentrated sunlight over a 50 ft distance with around 80 % transmission efficiency.

Although good progress is being made in the development of light guide materials, their effective use will require
general optical design principles and techniques that are currently lacking. Published descriptions of core daylighting
Systems generally only discuss the systems from a conceptual viewpoint and do not provide the kinds of design and
performance specifications and optimization criteria that would be required to implement any of these concepts.
However, an optical theory of light guide systems has recently been developed under LBL sponsorship (Johnson 1986);
which can be used to determine rough preliminary design and performance specifications for a light guide system,
assumning that the collector has certain optimal characteristics. We will breifly outline this theory and will then examine
several examples illustrating its practical application.

GENERAL DESIGN APPROACH

The following discussion primarily concerns systems that employ two-axis tracking collectors, although one example of a
nontracking system will also be considered.

In designing a light guide system, we begin with an initial specification that defines certain fixed material,
structural, and optical parameters of the system. The material parameters include data on the optical properties of the light
guide materials (e.g., surface reflectances, refractive indices, etc.). The primary structural specification is the light guide
length. The optical specifications would include the collector's tracking accuracy and its transmittance. Also, we would
need information on the optical characteristics of the distribution system. For our purposes, we will simply characterize
the distribution system in terms of a coefficient of utilization (CU), which is defined as the fraction of the light guide's
output flux that reaches the illuminated area.

K. Johnson is a consultant and S. Selkowitz is program leader of the Windows and Lighting Program, Applied Science
Division, Lawrence Berkeley Laboratory, Berkeley, CA 94720. -



Aside from the fixed design parameters, we also have two free design parameters, the light guide aperture area,
Alight guide » and the collector aperture area, Acollector » Which must be determined to satisfy certain design constraints.
The primary design constraint defines the level of flux the light guide should emit under specified solar insolation
conditions. The required flux output, Dourput (in lumens), can be calculated from the floor area, Adistributed (in square
feet), over which the flux is distributed, the desired flux density level, Edistributed (in footcandles), in the distribution
space, and the coefficient of ufilization, CU* :

q)ouipul = Adismibuted Edistributed / CU . (D

The solar insolation may be specified in terms of the flux density, Egyp, at the collector aperture or it may
alternatively be specified in terms of the sun's luminance, Lgun. The direct normal solar flux density, Egyy (in
footcandles), can be calculated from Lygyy (in candelas per square foot) and the sun's angular radius, Ogy, = 0.27°
from the relation

Esun = Lsun 7 sin® Ogyp (Bsun = 0.27°). @

The specification of Poupu reduces the number of degrees of freedom in the system design from two to one, and
the remaining degree of freedom would be used to minimize the collector's and light guide's combined cost. (The cost
would include the value of occupancy space displaced by the light guide, as well as material costs.) There would
generally be a trade-off between the light guide cost and the collector cost, since decreasin g the aperture of the light guide
would generally require a compensating increase in the collector aperture size, and vice versa. This trade-off is illustrated
in Figure 1. The left-hand diagram schematically illustrates a collector system as a lens, which focuses the sun disk onto
a hollow reflective light guide's entrance aperture. The light guide aperture can be made smaller by shortening the
collector's focal length, as illustrated on the right. However, this modification increases the number of surface reflections
that rays in the light guide must undergo, because the light guide walls are closer together and also because rays from the
edge of the collector enter the light guide at a larger axial divergence angle in the short focal length system. Thus, the
surface reflection losses are greater, resulting in reduced flux transmittance throu gh the light guide. In order to
compensate for reduced light guide transmittance and maintain the flux output, Doutput  at the specified level, more light
would have to be collected at the system's input end; consequently, the collector aperture would need to be enlarged.

(If the light guide in Figure 1 is a dielectric light guide, its flux transmittance would be somewhat less sensitive to
the light guide size since the transmittance of a ray would depend on the ray's path length through the light guide, rather
than the number of reflections it makes.)

The above considerations suggest an overall design strategy that we will discuss qualitatively and will then
formulate in mathematical terms. First, in order to keep the collector size and cost within reasonable bounds, we should
stipulate some criterion to ensure that the light guide's flux transmittance, Thight guide, is not unreasonably low. The
criterion we will use is defined as follows: For each ray that transmits through the light guide, we can define a ray
transmittance factor, T, which represents ihe ratio of the ray's output luminance to its input luminance. (In other words, T
represents the light guide's flux transmittance for a very narrow, well-collimated beam enclosing the ray.) We will
stipulate that every ray in the beam should transmit through the light guide with a ray transmittance abouve a specified
minimum value, Tmip. This "ray transmittance constraint" guarantees that the light guide's total flux transmittance,
Thight guide . will exceed Tmin.

We will use Tmig as one of our two free design parameters, in lieu of A coliector- (A high  Tmin value would be
favored if the collector is the major expense item, whereas a low Tmip, value would be more optimum if the light guide-
related costs are dominant.) For any specified values of the two free parameters, Tmin and Ajipht enide , the collector
design will be optimized (subject to the ray transmittance constraint) to maximize the light guide's flux output, @iyt
The collector design includes its aperture area, Acoiector » SO this optimization condition defines Acgliector , as well as
Doutput » 2 a function of Ty and Alight guide - The system's aperture-related cost would be defined as a function of
Acollector and Ajight guide , SO these costs may also be determined from Ty, and Alight guide . The two free parameters
would be chosen to satisfy two conditions: The light guide's output flux, Doutput » should be at the specified level, and,
subject to this constraint, the system cost should be minimized.t

In order to implement the above design procedure, we need to know how to determine, for any specified light
guide configuration and any specified minimum ray transmittance, Ty , the maximum flux Doutput that can be channeled
out of the light guide (under the specified solar insolation conditions); and we also need to know what kind of collector
design will achieve this level of flux output. The flux output level depends on the characteristics of the input radiation,
but this dependence can be factored out if we make a couple If simple assumptions about the solar insolation and the
collector. First, we assume that the input radiation is direct sunlight (of uniform luminance, Lsun , with a divergence half-

* See ANSI/IES RP-16 (1980) for a summary of photometric definitions and nomenclature.

T A more sophisticated design optimization procedure might instead optimize the system's projected life-cycle sayings,
taking into account the system's influence on HVAC loads.



angle of Ogyn = 0.27°) that impinges on the collector aperture at normal incidence. We also assume that the collector's
ray transmittance is uniform (i.e., identical for all incident rays) and equal to a fixed value, Tcoilector » Which is
independent of the collector design. In addition, we assume that the collector's tracking error is negligible; so the
collector's output beam is perfectly stationary. Thus, the beam that is fed into the light guide is stationary and has a
uniform luminance of

Linput = Teollector Lsun - )]

If we know the geometry (i.e., size and shape) of the beam that is fed into the collector and also its luminance,
Linpm , we can calculate the output flux, @gyrpyt. Since Linput is specified, @oupue depends only on the beam geometry,
which is determined by the collector design. Thus, the collector optimization problem reduces to one of determining what
light guide input beam geometry will maximize @output , under the constraint that all rays in the beam traverse the light
guide with ray transmittances above Tmin ; and the coltﬁactor's output beam should optimally comprise this particular set of
rays.

We will not get involved in the specifics of the collector design in the following examples, but will simply assumne
that the collector produces the optimum beam geometry as described above. We will, however, calculate the collector's
aperture area requirement, Acollector » bY using an energy balance criterion: First, we will calculate the light guide's flux
transmittance, Tiight guide (Which depends on the light guide design and tmin ). From this, we can calculate the amount
of flux, Dinpu, that enters the light guide:

Qinput =  Poutpur / Tlight guide - 4

Taking into account the collector transmittance, we then determine how much solar flux, @collected, must be intercepted by
the collector aperture:

Dcollected = (Dinpul ! Teollector - &)}

Knowing how much flux must be collected, we can determine the required collector area:

Acollector =  Dcollected / Esun ©6)

where Egyn is the incident solar flux density, which may be specified or may be determined from the sun luminance Lgyn
by using Equation 2.

.. In the above design outline, the collector is assumed to meet several idealistic conditions that may not apply in
practice. First, we have implicitly assumed in calculating Acolector that all of the direct sunlight that enters the collector
gets channeled into the light guide, whereas in practice some rays could be blocked within the collector system. Also, we
have assumed that the collector's output beam has a specific optimum shape that maximizes the light guide's flux
transmittance, but in practice we would not have enough control over the beam shape 1o satisfy this condition exactly.
Due to these limitations, the required collector and/or light guide aperture areas would actually be somewhat larger than
the theoretical values predicted by our design model. However, the aperture areas of a well-designed system could in
practice be expected to be well within a factor of two of their theoretical values.

The collector's ray transmittance was assumed to be uniform and independent of the collector design. This
assumption may not be exactly valid, but it is a reasonably good approximation.

We have also assumed that the collector tracking error is negligible. Specifically, the pointing error should be
small in comparison to the sun's angular radius {0.27°) in order for the results of our analysis to be valid. A significant
tracking error could be taken into account, however, by making the following modifications in the analysis: We redefine
Osun as the angular radius of the collector's field of view (which would be large enough to accommodate the sun's angular
radius, 0.27°, plus the tracking error); and we redefine Lgup as the average luminance over the collector's field of view.
Lgyn is implicitly defined in terms of the incident solar illuminance Egyn and Ogyy by Equation 2.

DESIGN PROCEDURE

In implementing the design approach outlined above, the primary design tool we will be using is a characteristic function,
A , which determines how much flux, ®@input , is in the light guide's input beam. ®jppy; is proportional to the input
beam's luminance, Linpy . The proportionality factor, which is a function of Tmin , will be denoted 1 (tmin ):

Dinput = Linput © A( Tmin) - K]

(The constant %t is factored out of the proportionality term to preserve notational consistency with Johnson, 1986.) The
form of function 4 depends on the specific type of light guide system that is being analyzed (e.g., square-section hollow
reflective, circular-section dielectric, etc.), and A4 is implicitly a function of the light guide's design parameters (aperture



dimension, wall reflectance, etc.). A has uvnits of area. (If Qinput is specified in lumens and Linpyt is specified in
candelas per square foot, then A4 has units of square feet.) 4 () is defined for any ray transmittance value, 1, from
Zero 10 Tmax , where Tmay is the light guide's maximum ray transmittance. (Generally, Tmax is the ray transmittance of
rays that are directed parallel to the light guide axis. For hollow light guides, Tmax = 1.)

The light guide's input flux, @inpyt , and flux transmittance, Tiight guide » determine its output flux:

Doutput = Tlight guide Pinput 8)

so Equation 7 can be restated in terms of the specified output flux:

Douput = Tlight guide Linput ® A(Tmin ) - ©

The light guide's characteristic function, 4, also determines its flux transmittance, Tlight guide. The following
formula is derived by Johnson (1986):

Tmin
Tlight guide = Tmin + (1/ A( Tmin)) f A1) dt. (10)

Tmax

Equations 9 and 10 form the basis of our design procedure. (1) is implicitly a functon of Alight guide. so for a
fixed value of Tmn, these two equations can be solved for the two unknowns, Alight guide and Tlight guide - We can also
determine Acollector from Equations 4, 5, and 6. Alight guide and Acollector determine the system's aperture-related cost,
and Tmin may be chesen to minimize this cost. (Since we do not have a cost model, however, we will simply specify a
reasonable value for Tmip as a fixed design parameter in each of the design examples.)

Equations 9 and 10 can be solved graphically by plotting the two Ajigh: guide VS. Tlight guide Telations represented
in Equations 9 and 10 and finding the point where the two curves intersect.* The Appendixes present graphical data
representing Equation 10 for several generic light guide types. These data save the trouble of numerically evaluating the
integral in Equation 10 - a curve representing Equation 9 can be overlaid on the appropriate graph in the Appendixes to
locate the design values of Alight guide and Tlight guide-

In some cases, Equations 9 and 10 will have a form that considerably simplifies the above design procedure. For
the case of a dielectric light guide (which we will discuss below), Equation 10 has no dependence on Ajighy guides SO we
can calculate Thigh guide directly from Equation 10. This Tiight guide value can then be used in ’Equation% io determine
Alight guide- (Equation 9 will be in a form that can be algebraically solved for Ajight guidé-) In the case of a hollow light

guide, we can, under certain circumstances, make reasonable approximations which will also convert 9 and 10 into the
same kind of form.

DESIGN EXAMPLES
For the following examples, we will consider a system that illuminates a core zone of area Adelivered = 10,000 fata

nominal flux density of Egisiributed = 50 fc . We assume a coefficient of utilization, CU, of 0.5 for the distribution
system. From Equation 1, the light gnide's nominal flux output is

Douput = 1,000,000 1m. an
We assume a light guide length, Z, of 50 ft:
Z =501t 12)

The assumptions that we will make about the available solar insolation will be defined separately for the nontracking
system and the tracking systems.

* We can alternatively solve Equations 9 and 10 numerically by a simple iterative procedure: First, we make an initial
estimate of Tlight guide (€.8.» Tlight gunide = 1) . We substitute this value in Equation 9, which we use to numerically
calculate Afight guide - This Alight guide value is used in Equation 10 to calculate an improved estimate of Tlight guide-
Tlight guide is then substituted back into Equation 9 to recalculate Alight guide, and we repeat the procedure iteratively until
the caFcl:Julation converges to a stable solution. (The algorithm will normally converge if Tlight guide is reasonably high.)



Since we do not have a system cost model on which to base our designs, we will not treat T, as a design
variable but will instead simply pick a reasonable value as a design constant for each example.

NONTRACKING SYSTEM (SOUARE-SECTION HOLLOW REFLECTIVE LIGHT GUIDE)

The first system that we will analyze will be a square-section hollow reflective light guide that is coupled to a nontracking
collector. The light guide is, in essence, a hollow duct with mirrored walls. The collector could comprise a large Fresnel
lens that feeds into a light funnel, as illustrated in Figure 2. [The collector's field of view would be limited to the region
of the sky where the sun is located during periods of peak energy demand. The diurnal variability of the transmitted
luminance could be mitigated by using a diffuser in the light guide's entrance aperture.] We will denote the light guide's
width dimension as W (W will be chosen to meet the output flux specification), and we will assume a wall reflectance p
of 0.95:

p=095. (13)
Although the design procedure developed above does not apply to nontracking systems, it can be adapted to this
case by the following means: First, we will model the performance of the system under conditions in which the input
beamn's luminance distribution is equivalent to its time-averaged input luminance under actal operating conditions. (The
luminance is averaged over the period of time when the sun is unobstructed and is within the collector's field of view).
Second, we will assume that the (time-averaged) beam at the light guide's entrance aperture is completely diffuse (i.e.,
uniform and isotropic), with an input flux density, Einput, of 10,000 fc:
Ejnpm = 10,000 fc . 14)

The flux density, Ejnpus, of a completely diffuse beam is related to its luminance, Linput. by a relation analogous to
Equation 2 but with 9(¢ substituted for the beam's divergence half-angle:

Einput = T Linpy - (15)
s0 Equation 14 determines the input luminance.

The input beam's minimum ray transmittance is zero, since the rays in the beam that are nearly perpendicular to the
light guide axis are completely absorbed by multiple surface reflections:

Tmin = 0. (16)
(We could design the system for a higher Ty value, but a low value is favorable for nontracking systems because the

collector cost is not very significant in comparison to the cost of occupancy space displaced by the light guide.) For this
value of Tmin, A(tmin) is simply equal to the light guide's aperture area:

A0) = Alight guide = W a”n

From Equations 15 and 17, Equation 9 reduces to

(Douput = Tlighl guide Einpul W2 . (18)

This gives us one of the two relations that we need to calculate Alight guide and Tiight guide. The other relation, Equation
10, will not be quite so simple. :

In order to evaluate Equation 10, we need to know the explicit form of the function A(t) for any value of 1. For
the case of a square-section hollow reflective light guide of length Z, width W, and reflectance p, this function has the
form

a1 = % W2b tan (b) (19)

b= 1/—\/(1+2 ZInppo, 0)
Int

where




We also need to know the light guide's maximum ray transmittance Tmax, which is 1:

Substituting Equations 16, 19, and 21 into Equation 10, we can solve for Tligh: guide s a function of the parameter -
(Z/W) In p. This function is illustrated in Figure 3. The dashed line in Figurcg3 represents Equation 18 (with @gypyy =
1,000,000 Im, Z = 50 ft., and p = 0.95). The point where the two curves intersect defines the design values for the
parameter -(Z/W) In p and Tiight guide :

~(Z/W) Inp = 022 (22)
Thight guide = 0.71 (23)

From Equations 12, 13, and 22, we obtain the light guide aperture area:

Alight guide = W? = 140 fi* (24)

A light guide system that displaces 140 f* on each floor it traverses would constitute a major architectural element,
so this type of system would not be practical for retrofit applications. An additional disadvantage of this system is that it
would be difficult to efficiently distribute highly diffuse light from such a large aperture over 10,000 ft” of illuminated
space. One approach that might be considered to facilitate light distribution would be to use several smaller, evenly
distributed light guides instead of a single large central light guide. The problem with this approach is that the smaller
light guides' flux transmittance would be lower than that of a large light guide, so their apertures would have to be
enlarged somewhat to compensate. For example, if we were to divide the 140 ft” aperture area equally amoung four
separate light guides, their flux wansmittance would be only 0.54 (compared to 0.71 for the single light guide), so their
combined flux output would only be around 770,000 Im. In orderzto achieve the specified 1,000,000 Im output level,
their cumulative aperture area would need to be increased to 174 ft°. (The larger aperture area would increase the flux
transmittance slightly to 0.57 .)

In weighing the trade-off between a single vs. multiple light guide system, we should take into account the
improved light distribution that would be achieved by using more than one light gnide. If the coefficient of utilization can
be increased from our assumed value of 0.5 to 0.65 by using four £ight guides, the improved distribution efficiency
would just balance the reduced light guide transmittance, so a 140 ft” total light guide cross section would still suffice.
Thus, a four - light guide system could perhaps be practical; but if many more light guides are used, the decrease in flux
transmittance would outweigh any gain in distribution efficiency.

TRACKING SYSTEMS

For the following exampes, we will assume that the light guide is coupled to a two-axis tracking collector with a flux
transmittance, Teollector » Of 0.75:

Teollector = 0.75. (25)

We will require that the system deliver illumination at the specified 50 fc level under conditions of 5000 fc direct normal
solar insolation, Egyp:

Equn = 5000 fc. 26)

From Equations 2, 3, and 26, we determine the luminance, Lipyt, at the collector’s input aperture:

E
Linput = Teollector ——20 = 5.4 (10") cd/f. @7
7 sin20gyy

SQUARE-SECTION HOLLOW REFLECTIVE LIGHT GUIDE

We will now investigate how the size of the light guide system discussed above changes when we use a tracking
collector. We again consider a square-section hollow reflective light guide of width W, length Z = 50 ft, and wall
reflectance p= 0.95.

Appendix 1 presents a graphical design tool that applies to a square-section hollow reflective light guide of any
design configuration. (Appendix 2 presents the same data for a circular-section hollow reflective light guide.) The curves



represent the light guide's flux transmittance, Tiight guide (as defined by Equation 10), as a function of the parameter -
(Z/W) ln p for several values of 1Tpin . (Figure fillustrates the particular case Tgip = 0.) Notice that the curves
flatten out beyond the point where -(Z/W) In p becomes large in comparison to 1. This implies that if this asymptotic
condition holds:

“(Z/W) Inp >> 1 (asymptotic condition) (28)

then Tiighy guide does not depend significantly on the light gnide design and is essentially a function only of T, . The
asymmptotic value of Tiigiy guide €2n be determined using the following asymptotic approximation of Equation 19;

2
W-1
a(1) = 2 ( it )2 . (asymptotic approximation) (29)
T "Zlnp
Using this approximation, Equaton 10 reduces to*
Tlight guide = 2(1~Tmin(1-1nTmin)) / (ln'tmm)2 . (asymptotic approximation) (30)

We can also use Equation 29 to solve Equation 9 for Agighiguide:

2 Doutput Zlnp
Alight guide = W° = \/ y b
light guide (2 Tlight guide Linput} In Tmin

(asymptotic approximation) €1}

* We will assume for our example that the light gnide width, W, is sufficiently small that Relation 28 holds, and we
will use Equations 30 and 31 to calculate W. The tpip value that we will specify will be determined so that the light
guide's flux transmittance is acceptable. If we pick a value of 0.34 for Ty, Equation 30 predicts a reasonable light guide
transmittance, Tlight guide, Of 0.5, so we will specify this value for our design:

Tmin = 0.34, 32)

Thight guide = 0.50 . ) (33)

We now have all the values that we need to calculate Ajight guide - Substituting Equations 11, 12, 13, 27, 32, and 33 in
Equation 31, we obtain

Alight guide = w? = 0321, (34)

(Note that -(Z/W) Inp = 4.5 >> 1, so the asymptotic condition, Relation 28, holds as we had assumed.) Using
Equations 4, 5, and 6, we can also determine the collector's aperture area:

Acollector = 533 . (35)

The geometric concentration in the light guide (Acoliector Alight guide) is over 1600. Taking into account collector losses
and the transmitted beam's obliquity relative to the light guide wall, the lJuminous flux incident on the wall would only be
about 50 suns; and since the wall is 95% reflective only about 2.5 suns of luminous flux would actually be absorbed.
(The absorbed radiant flux would be somewhat less than 2.5 suns since the collector would filter out much of the infrared
and ultraviolet radiation.) Thus, this level of flux concentration would not necessarily exceed the light guide's thermal
tolerance, although it would pose a fire safety concern.

* If Ty is close to 1, Equation 30 reduces approximately to
Thight guide = (1+2Tmin) / 3 (asymptotic approximation; Tmin = 1). -



SQUARE-SECTION PRISM LIGHT GUIDE

A prism light guide (Whitehead et al. 1982) is basically a hollow rectangular-section duct with transparent walls, with the
outer surfaces of the walls bearing a corrugated pattern of prism-shaped ridges running parallel to the light guide axis.
Light is confined in the light guide by means of total internal reflection at the walls' corrugated surfaces. Heat gain in the
light guide would not be likely to pose a problem, because the light guide material (acrylic) has little absorption in the
visible spectrum. (The wavelengths it does absorb strongly could be filtered out in the collector.) The prism light guide
does, however, exhibit significant transmittance loss due to light scattering from imperfections in the prism geometry that
are unavoidable in the manufacturing process. In our optical model, we will describe these scattering losses in terms of a
wall reflectance coefficient, p , that is analogous to the surface reflectance of a hollow reflective light guide.

We will consider here the case of a square-section prism light guide, which is characterized by its length Z, width
W, and reflectance coefficient p . The values we will assume for Z and p will be the same ones used in the last section
(Z = 50ft, p=0.95), and we will also define Tmin = 0.34. We also need to know the refractive index, ny, of the
light guide's wall material. The refractive index of acrylic is

ny = 1.491. (36)
The general expression for a prism light guide's characteristic function A(t) is very complicated, but there is a

broad range of conditions under which the expression has a form identical to that of a hollow reflective light guide
(Equations 19 and 20). This range of conditions is defined by the relation

1/\/1 + (;N—Zi?——)z < &2V . 37)
in Tmin

If this "equivalence condition" holds, the prism light guide would be op ';Z:ally equivallent to a hollow reflective light guide,

and the previously calculated light guide aperture area requirement (W* = 0.32 ft") would also apply to the prism light

guide. With the previous design specifications, the expression on the left of Relation (37) evaluates to 0.23 and the

expression on the right is 0.46, so this design is well within the range of the equivalence condition.

CIRCULAR-SECTION SOLID DIELECTRIC LIGHT GUIDE

The light guide system that we will now investigate consists of a solid circular-section rod of high-transmittance optical
material that is coated with a thin cladding of a different material whose refractive index is slightly lower than that of the
core material. Light is confined inside the core via total internal reflection at the core-cladding interface. The light guide
parameters are its length, Z; aperture radius, R; the core material's refractive index, n;; the refractive index, ng, of the
cladding; and the core material's optical attenuation coefficient, o (i.e., its optical loss per unit length due to